
HP Turbine Evaluation 

PGT 7 PGT 8 Als 7 Als 8 IGS-9 IGS 10 
P 
T throttle of 990.00 993.16 994.36 997.55 991.53 994.72 989.59 997.75 985.21 993.37 
H throttle Btu/lbm 1455.23 1457.34 1457.90 1460.03 1 1458.46 1454.65 1460.08 1451.95 1457.40 
S throttle BtullbmOF 1.5295 1.5309 1.5310 1.5324 1.5304 1.5318 1.5288 1.5324 1.5272 1.5309 
P exhaust 629.60 628.20 625.79 624.50 630.69 629.32 625.78 623.99 622.06 620.28 
T exhaust of 625.01 626.99 627.89 628.69 625.97 627.95 623.09 628.58 621.34 626.84 
H exhaust Btu/Ibm 1303.43 1 1305.56 1306.17 1303.95 1305.32 1302.52 1306.15 1301.71 1305.34 
H Btu/Ibm 1291.75 1293.02 1292.71 1294.01 1292.83 1294.1 1290.29 1293.85 1288.05 1291.61 

HP % 92.22% 93.1 91 91.72% 

+/- 0.346% 


